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CLASS 2 AB

95% COMPACTION
SEE NOTE ON FINAL
BACKFILL DETAIL

INITIAL BACKFILL
(SEE DETAIL TR1)

PIPE BEDDING
(SEE DETAIL TR1)
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NOTES:

1. ALL MANHOLES SHALL PASS A VACUUM TEST.
TEST TO BE PERFORMED AFTER ASSEMBLY
OF THE MANHOLE AND INSTALLATION OF
THE PIPE ENTERING/EXITING THE MANHOLE,
BUT PRIOR TO BACKFILLING. SEE REQUIREMENTS
IN CITY SPECIAL PROVISIONS.
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