COVER DETAIL

10 9/16" DIA. (AS CAST)
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D AND L SUPPLY K-6016 TRAFFIC
RATED MONUMENT RING AND
COVER OR APPROVED

EQUAL MARKED "WATER”

TYPE "A"
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CONCRETE JACKET

10 AWG. SINGLE STRAND, SOFT
DRAWN COPPER WIRE: 4/64" PVC
INSULATION. LOCATING WIRE SHALL
BE PLACED IN A SAWCUT SLOT AT
THE TOP Of THE RISER PIPE.

SCHD. 40 P.V.C., SDR 35
OR CITY APPROVED
EQUAL

WATER VALVE BOX

8" MAX. INSIDE
VALVE CAN

VALVE OPERATING NUT

1.

AS NEEDED TO
TOP OF VALVt

PROVIDE A CITY APPROVED VALME
EXTENSION, WITH A RISER CAN, FOR
VALVES DEEPER THAN 6.0 FEET. HEIGHT
OF EXTENSION SHALL TERMINATE AT
1.5 FEET TO 4.0 FEET BELOW GRADE.
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