BLOWOFF HYDRANT
EFER TO DETAIL W9 BARRICADE ————=
: T (SEE DETAIL ST21)

USE CHRISTY B1017—61JH LID OR —
APPROVED EQUAL IF BOX IS IN PAVED

AREA. USE CHRISTY B—16D LID OR APPROVED

EQUAL IN UNPAVED AREA ONLY.
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%Z" TYPE "K” HARD COPPER
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WATER MAIN~—_.

6: e .9 — CONCRETE THRUST BLOCK

/ 90° BRASS ELBOW. CTS FITTING
COUPLING WITH W/ COMPRESSION CONNECTION.
TAPPED PLUG

RED BRASS NIPPLE

NOTE:
1. PACK JOINT FITTINGS ARE NOT ACCEPTABLE.
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